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Preface

Karl E. Brinkmann GmbH reserves itself the right to change/adapt specifications and

technical data without previous notification.

The safety and warning reference specified in this manual is not exhaustive. The manual

and the information contained in it is made with care. KEB donґt accept a guarantee for

misprint or other errors or resulting damages.

The marks and product names are trade marks or registered trade marks of the respective

title owners.
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Content

1. Description of the unit 

1. Application 

1. Construction. 

1. CE certification 

1. Unit identification 

1. Technical data 

1. Accessories 

2. Basic module with drive interfaces. 9

2. Real-time clock 

2. HSP5/ interfaces to the inverter/servo axes. 9

2.2. View of the inverter interfaces X1A.X1H for the axes 

2.2. Assignment of the HSP5/ interface. 

2.2. HSP5 Operator with screw terminal (00.F5. - ). 

2.2. Adapter cable HSP5 interface operator 

2.2. Comparison of the standards 

3. In-/output module 

3. Voltage supply (X2U). 

3. Digital inputs (X2A and X2B) 

3. Digital outputs (X2C and X2D) 

The operating unit. 

4. Serial interface (X6A). 

4. Ethernet interface (X6B) 

4. Description of the LED’s. 

4. Multi-function switch/button S. 

4. File system 

5. Field bus interface ProfiBus DP 

6. Software. 

6. Programming system CoDeSys. 

6. Parameterizing System COMBIVIS 

6. Parameter description. 

6.3. Runtime and error monitoring. 

6.3. Ethernet parameter 

3.6. Real-time clock 

6.3. Process Image. 

6.3. User surface. 

6.3. System Parameters. 

6. System variables 
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